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12" INSERT VALVE

CONNECT TO EXISTING 12" FORCE
MAIN SEWER WITH FITTINGS AS
NECESSARY (UTILIZE PUMP AROUND
RISERS AS NECESSARY)

EXISTING 'ISLAND
PUMP STATION'

EXISTING 12"
EFFLUENT FORCE
MAIN SEWER

INSTALL PERMANENT PUMP AROUND RISER
(CONNECT TO 12" FORCE MAIN SEWER
RISER AT APPROX. STA. 6+00)
SEE DETAIL
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KINSTON AVE.

PROPOSED 260 L.F. OF
12" FORCE MAIN SEWER

NOW OR FORMERLY
HENDY MICHAEL et al

D.B. 2784, PG 214

STA. 0+42
12" 45° BEND

STA. 0+44
12" 45° BEND

STA. 2+48
12" 45° BEND

STA. 2+51
12" 45° BEND
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CRABBY MIKE'S

PROPOSED 12" GRAVITY SANITARY SEWER
SEE SHEET UC-17

PROPOSED 8" FORCE MAIN SEWER
SEE SHEET UC-24

(CAP EXISTING 12"
FORCE MAIN SEWER)

NOTE:  TOPOGRAPHICAL INFORMATION PROVIDED BY NCDOT
HORIZONTAL:  1" = 10'

VERTICAL:  1" = 5'

M
A

TC
H
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N

E 
2+

60
SE

E 
SH

EE
T 

UC
-2

2

MATCHLINE 2+60
SEE SHEET UC-22

SEAL
039790

ISLAND 12" FORCE MAIN SEWER STA. 0+00 TO 2+60
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